®

EXPLANATION

63TF1_ _ _ _ TRANSFORMER SUDDEN PRESSURE RELAY
63TF1X _ _ _SUDDEN PRESSURE AUXILIARY RELAY
63TFCS _ _ _SUDDEN PRESSURE MAINTENCE CONTROL SWITCH
63L . — INDICATING LAMP

63RS _ _ _ _RESET PUSH BUTTON

63X - — ALARM AUXILIARY RELAY

63TF1X B3TFCS B3TF1X NOTES

ToN2 1. THE TRANSFORMER MANUFACTURER SHALL FURNISH, MOUNT

- ST TRIP XFMR LOCKOUT I ALARM 1 AND WIRE IN THE TRANSFORMER TERMINAL CABINET, THE
63TF 1X 86T SUDDEN PRESSURE AUXILIARY RELAYS AND MAINTENANCE
RES—p—Ho——oko— 4= ® CONTROL SWITCH.

® 2. A RED NAMEPLATE ENGRAVED IN WHITE ''SUDDEN

/R 63TF1X B3RS PRESSURE RELAY "ON-OFF'" 63TFCS'" SHALL BE

631 T olo FURNISHED ABOVE THE MAINTENANCE CONTROL SWITCH.
%/ RESET IN ADDITION THE CONTROL SWITCH SHALL BE FURNISHED

63X 63X WITH AN ESCUTCHEON PLATE WITH POSITIONS AS SHOWN.
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